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CONCRETE COLLAR PER STANDARD
DRAWING "UTILITIES 4". FOR
NON-TRAVELED AREAS, CONCRETE
COLLAR PER CITY ENGINEERS DIRECTION
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REQUIRED WHEN INVERTS
DIFFER BY 24" OR AS
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USE 5' DIAMETER MANHOLE OR
LARGER FOR ALL PIPE 14" DIAMETER
AND LARGER. USE 4' MIN DIAMETER
o MANHOLE FOR ALL PIPE SMALLER o
THAN 14" DIAMETER.
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728 WEST 100 SOUTH #2
HEBER CITY, UTAH 84032
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75 NORTH MAIN STREET
HEBER CITY, UTAH 84032
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